(E) PG&E METER
AND PANEL IN
ENCLOSURE

SHALL BE FLUSH.

FOR INSTALLATION

SB-24CR COLD ROLLED
STEEL ENCLOSURE, PAINTED
BLACK, WEATHER AND
VANDAL RESISTANT

CITY CONTROLLER CABINET TO ABUT PG&E METER BOX.
MAXIMUM 1 INCH GAP ALLOWABLE. TOP OF CABINETS

CALSENSE DOME ANTENNA. SEE MANUF. INSTRUCTIONS
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PAD WIDTH VARIES

6" THK. MIN. POURED CONC. BASE
EXTENDS 6" BEYOND OUTSIDE
DIMENSIONS OF ENCLOSURE(S) WITH

2" MIN. PVC SWEEP ELL

2% SLOPE FOR DRAINAGE

DIRECT BURIAL CONTROL

WIRES TO CONTROL VALVES
SIDE VIEW (DooFr|iQnO c')\ggr\w/ I;;Eo\gvition)
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